
Minii Connector
LL-PFC-10-72, LL-BSC-10, LL-PJC-10-03
Please read all instructions prior to installation and keep for future reference!

1. PRODUCT TO BE INSTALLED BY A QUALIFIED ELECTRICIAN.
2. PRIOR TO INSTALLATION, ENSURE POWER IS OFF AT FUSE BOX TO PREVENT ELECTRIC SHOCK.
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*LUMINII RESERVES THE RIGHTS TO CHANGE SPECIFICATION & INSTRUCTION WITHOUT NOTICE
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Press down on the terminals on each side to 
puncture the LineLED.

4

Connection complete.

LL-BSC-10
Butt splice minii connector for LL42/72 LED strip 

LL-PFC-10-72
Power feed minii connector with 72” wire for LL42/72 LED 
strip

LL-PJC-10-03
Jumper minii connector with 3” wire for LL42/72 LED strip

1

Peel back the adhesive backing cover.

2

Insert the LineLED, make sure all points are aligned.


